
 

 

November 21, 2022 

 

This is your invitation to submit a bid for Labor to Install New Boiler for Bishop State Community College at the Main 
Campus.  Specifications and requirements are enclosed. 

 

You are invited to attend the opening.  Instructions regarding the location and timeframe are contained herein.   

 

RFBs must be sealed and identified on the outside of the envelope as “Sealed RFB 2023-02, Labor to Install New Boiler - 
Open, Tuesday, December 6, 2022 at 2:00pm. 

 
 

 Rhonda Williams 
 Business Office 
 Bishop State Community College 
 Administration Building 
 351 North Broad Street 
 Mobile, AL 36603-5898 
 

 

Sincerely, 

 

Mrs. Kelly Little 
Director of Accounting 
 

RS:rbw 
Enclosures 
 
 

 

__________________________________________________________________________________________________ 

Main Campus• 351 North Broad Street• Mobile, Alabama 36603-5898 • (251) 405-7040 
      Carver Campus • 414 Stanton Street • Mobile, Alabama 36617-2399 • (251) 662-5400  
             Central Campus• 1365 Dr. Martin Luther King Jr. Avenue • Mobile, Alabama 36603-5362 • (251) 405-4400 
                   Southwest Campus • 925 Dauphin Island Parkway• Mobile, Alabama 36605-3299 • (251) 665-4100  
 

A Member of the Alabama Community College System 



Request for Bid 
LABOR TO INSTALL NEW BOILER – 2023-02 

Bishop State Community College 
351 North Broad Street 

Mobile, AL  36603 
 
Purpose:  Bishop State Community College is a state supported two-year college in the Alabama 
Community College System.  The purpose of this RFB is to identify a vendor who can provide garbage 
waste disposal for Bishop State Community College.  
 
 
RFB Response: Please provide a complete bid response to the following 4 categories - addressing your 
firm’s capabilities to meet the college’s expectations for price, quality, and performance. 
 

1) Wet-signed formal Bid response sheet w/ pricing listed 
2) Enclose 3 references with contact info from satisfied customers within the past year    
3) Complete all required forms and affidavits as noted on the RFB checklist 

 

Formal Bid Response Sheet:   The formal bid response sheet should be filled out, printed, wet-signed and 
included in your proposal package.  When submitting your bid, please closely review the specifications 
listed on pages 3-6.  If you are proposing alternates, please provide supporting rationale explaining 
equivalency.  Please note the final total bid price(s) shall include all costs associated with the purchase.   
 
 
References:  Provide 3 references for us to review and contact if we have further questions.  
 
 
Normal Timeframes:  Explain expected order-to-ship timeframes.  Discuss acceptable payment terms, ie. 
30-60-90 days; and the process for us to set-up an account with your firm.  Bids including promises about 
features ‘coming soon’ or ‘available in the near future’ will be rejected.  Discuss acceptable payment terms 
in your response. 
 
 
Required Forms:   Please complete and return the RFB checklist and all properly signed and/or notarized 
forms and affidavits as required by the state of Alabama’s laws and regulations regarding procurement 
with state public funds.  Please review any federal guidelines that apply. 
  



Sealed bids (only) will be received until December 6, 2022 at 2:00pm.  At 2:00pm, the college will unseal 
and begin evaluation with the goal, but no guarantee, that a decision will be made the same week.  As a 
member of the public you are invited to attend the unsealing at the address below.  However, no 
decision will be made at the public meeting.   
 
 
Sealed proposals should be clearly labeled on the outside and directed to: 

 
Bishop State Community College 
Business Office 
Rhonda Williams, Purchasing Agent 
SEALED #2023-02 
351 N Broad Street 
Mobile, AL 36603 
(251) 405-7041 
rwilliams@bishop.edu 

 

mailto:rwilliams@bishop.edu


Labor to Install New Boiler Installation Specifications 

Mechanical Contractor will perform the following: 

 

Replacement of failed R.B.I. boiler with New boiler: 
▪ Provide demolition of existing boiler from the mechanical room. 

•  Isolate and drain hot water piping. 
▪ Customer will need to turn boiler off to allow loop to cool prior to commencement date. 

• Remove piping back to disconnect point and tie piping together to close loop. 
▪ Provide new piping to return side of loop and tie into the system in a primary/secondary 
configuration 

per I.O.M. 

• All new piping, fittings, strainer, flanges, pete’s plugs, and temperature/pressure gauges. 

• Provide insulation for new piping up to the point of the existing insulation system. 

• Does not include supplying any make-up system, air management devices, 
expansion tanks, shock tank, circuit setter, or pumps. 

▪ Disconnect existing vent stack and tie new boiler into PVC venting system. 
▪ Install new acid neutralizer kit and piping from boiler condensate outlet. 
▪ Install new PVC piping per I.O.M. and route to exterior wall. 

• PVC schedule 40 

• Fittings and fabrication 

• Provide clevis hangers, all-thread, strut, and connection to handle new 6-8” piping from 
girders and beams. 
 

▪ Provide Installation for the new (1) new Owner Furnished “ClearFire -CE CFC-E 3000” boiler 
equipment and gas train to operate boiler. 

• Lifting and rigging equipment (boom or Lull) to remove old boiler and set new boiler in 
place in Central Utilities mechanical room. 

▪ Flush and test system for leaks and GPM flow. 

• Flushing of new piping and equipment. Does not include entire system flush. 

•  Chemical shock and anti-rust inhibitors by others. 
▪ Provide Test and Balance services with report to customer on operation of boiler. 
▪ 1- year warranty on all workmanship. 
▪ Start-up services included. 

• Gas and air mixture test. 

• Commissioning of new boiler. 

• Provide 12 month warranty on installation. 



CB-8556-3000

CFC-E 3000
ClearFire®-CE Submittal Sheet

Condensing Boiler
3000 MBH

JOB NAME:_______________________________________________________________________

REVIEWER NOTES:
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CB REPRESENTATIVE __________________________________________________________________________

JOB NAME ___________________________________________________________________________________

EQUIPMENT TAGS ____________________________________________________________________________

LOCATION ____________________________________________________________________________________

ALTITUDE ____________________________________________________________________________________

CONTRACTOR ________________________________________________________________________________

ENGINEER ___________________________________________________________________________________

MODEL NUMBER _____________________ QTY___________

FUEL      _______NATURAL GAS     _______PROPANE

BOILER ROOM GAS SUPPLY PRESSURE ___________________

VOLTAGE _________

DESIGN SUPPLY AND RETURN WATER TEMPERATURE __________________________________________

FLOW RATE (GPM)_____________WATERSIDE PRESSURE DROP (FT HEAD @ FLOW RATE)_____________

_____WATER _____GLYCOL (if glycol, type and percentage):__________________________________________

BOILER OUTPUT W/GLYCOL DERATE (or N/A)_______________________

Description Units 3000
Input Max. Btu/hr 3,000,000
Natural Gas ft3/hr 3500

Propane ft3/hr 1200

Output at 120/80 F [49/27 C] 100% Firing Btu/hr 2,820,000
Output at 180/140 F [82/60 C] 100% Firing Btu/hr 2,640,000
MAWP psi 125
Operating Temp., Max. °F 210

Dry Weight pounds 2475
Shipping Weight pounds 2596
Operating Weight pounds 3492
Water Volume gallons 122
Fan Motor Size Watts 2400
Operating Voltage, Fan Volts/ph/Hz 460/3/360
Control Circuit Volts/ph/Hz 115/1/60
Current Draw, Fan Amperes 4
Current Draw Cont. Cct. Amperes 2
Full Load Amps Amperes 4
Max Over Current Protection Amperes 20
Condensate Quantity Firing Nat. Gas & operating @ 100/80 F gal/hr 20.6
Flue Gas Mass Flow @ 100% Firing lb/hr 3340
Flue Gas Temp. Oper. 180/140 F °F 179
Flue Gas Temp. Oper. 120/80 F °F 139
Effective fireside heating surface ft2 593

PROJECT INFORMATION

BOILER RATINGS
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• Duplex Stainless Steel ALUFER firetube heat exchanger. 
- True counterflow design
- Thermal shock proof design
- Superior effective heating surface area for excellent operational efficiency
- Dual temperature returns provide 6% efficiency gain
- Single pass design

• High water volume and low waterside pressure drop
- Ideal for Primary Variable Flow pumping
- Reduced cycling with no buffer tank required
- Capable of low flow situations with no need for a flow switch 

• Low emission premix burner featuring:
- Self-regulating linkageless control
- ECM variable speed combustion air blower modulation
- Whisper quiet operation
- 10:1 turndown [natural gas]
- <20 ppm NOx standard [natural gas]
- <9 ppm NOx optional

• UL certified for natural gas or propane
• Combustion air intake via room air or direct vent connection on boiler
• Interrupted pilot ignition with UV scanner for flame supervision
• ASME CSD-1 and XL-GAP compliant
• Factory tested prior to shipment

• Trim and Controls
-Manual reset high limit temperature cut-off with adjustable set point
-Low water cutoff, probe type, manual reset with test switch
-Thermistor sensors for supply and return water temperature readings
-Combination temperature/pressure gauge
-ASME Safety relief valve (ship loose)
-Combustion air proving switch
-Blocked flue/condensate safety switch

• Gas Train in Accordance with ASME CSD-1 and Includes:
-Low and high gas pressure switches
-Single body gas valve, dual solenoid safety shutoff
-Leak test cocks
-Manual shutoff valve

• Falcon integrated boiler safety and system control
• Color touch-screen display/interface with trending
• Multiple loop PID set point control - central heat, domestic hot water and lead/lag 

demand priority
• Lead Lag control for up to eight boilers
• Boiler pump, isolation valve, damper enable/disable
• Modulating pump speed control
• Outdoor temperature reset
• Post shutdown pump or valve delay
• Remote enable and set point capability
• Modbus (RS485) Communications
• Multiple protocol gateway solutions available for other BMS integration requirements 
• Built-in annunciator screen with real time graphical trending
• Remote alarm & boiler status contacts standard
• Non-volatile alarm history (last 15 lockouts)
• Cloud enabled for remote monitoring capabilities

STANDARD FEATURES

STANDARD EQUIPMENT

INTELLIGENT, INTEGRATED CONTROLS
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CFC-E Boiler Options Selection Guide

All options ship loose for field installation

Boiler Options

 Reusable air filter

 Adjustable feet

 Condensate neutralization 




Combination trap / tank (8000 MBH)

Tank only (8000 MBH)

 Auto air vent

 Stack Thermometer

 Boiler drain valve

 Boiler Electrical Disconnect (NEMA 1 - non fused)

 Automatic isolation valve (24VAC standard)

 Auxiliary low water cut off

 Seismic anchor provisions

Gas train options

 Gas pressure regulator - stepdown





low pressure: up to 21 in. WC

medium pressure: 22 - 56 in. WC

high pressure: 2 - 15 psig

 Gas pressure relief valve (required above 5 psig)

Control Options

 Falcon Lead-Lag Kit - includes supply header sensor, Falcon program module

 System pump control Module (in NEMA 1 enclosure with fuse and power supply) Includes:




Temperature control (two temperature transmitters)

Pressure control (D/P transmitter)

 Alarm lights and horn package

 Outdoor temperature sensor (with weather cover)

 Stack temperature limit sensor

 Flow switch

 Protocol translator (in NEMA1 Enclosure with fuse and power supply)

Modbus RTU communication standard

 BACnet MSTP

 BACnet IP

 Modbus TCP

 Metasys N2

 LonWorks

 Protocol translator ship loose for mounting in boiler control panel
(includes 24VDC power supply)

 BACnet MSTP

 BACnet IP

 Modbus TCP

 Metasys N2

 LonWorks

BOILER OPTIONS
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Percent Efficiency

AHRI Certified Efficiency

CFC-E Flow Rates*

% Firing 
Rate

Return Water Temperature °F ( °C )
68

(20)
80

(27)
100
(38)

120
(49)

130
(55)

140
(60)

160
(72)

10% 98.2 97.8 95.7 91.5 90.2 88.9 88.0
20% 98.0 97.6 95.5 91.0 90.0 88.8 88.0
50% 96.6 96.3 94.4 90.3 89.4 88.4 87.9
75% 95.5 95.1 93.4 89.7 88.8 88.0 87.8

100% 94.3 94.0 92.5 89.1 88.3 87.7 87.7
Conditions: Natural Gas; ΔT = 20°F

Combustion Efficiency (%) Thermal Efficiency (%)

94.0 94.4

System Temperature Drop °F
*Recommended flow rates relative to temperature drop so as not to 
exceed boiler output.

Based on 94% nominal effficiency

NOTE: Flow rates based on 100% water only. Not applicable to glycol 
solutions. Contact local C-B representative for assistance with glycol sys-
tems.

NOTE: The flow rates shown are recommended design flow rates. The 
CFC-E is capable of handling delta T's up to 120 deg F without damage 
to the heat exchanger.

10 20 30 40 50 60

Flow Rate GPM

564 282 188 141 113 94

OPERATING EFFICIENCIES

FLOW RATES

PRESSURE DROP
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DIMENSIONS (inches) CFC-E 3000

A Overall Height 95.2
B Overall Width 35.7
C Overall Depth 56
D Width Less Casing 33.0
E Gas Connection to Floor 85.3
F Side of Casing to Gas Connection 3.8
G Side of Casing to Air Inlet 11.0
H Top of Casing to Air Inlet 9.9
J Floor to Condensate Drain 6.3
K Floor to Bottom of Casing 11.4
L Side of Base to Flue Outlet (Centered) 7.8
M Side of Base to Flue Outlet (Offset) N/A
N Rear of Base to Flue Outlet 7.5
P Casing Depth 42.4
Q Casing Height 83.8
R Floor to Lower Return Connection 16.9
S Floor to Upper Return Connection 31.9
T Floor to Supply Connection 70.4
U Floor to Air vent Connection 76.9
V Air Vent Line Projection From Rear of Casing 3.3

FORK POCKETS (inches)
LL Pocket Height 4.0
MM Pocket Width 11.8
NN Overall Pocket Width 27.6

DIMENSIONS AND CONNECTION SIZES

OPTIONAL ADJUSTABLE FEET ALLOW FOR
1.56” TO 3.88” ADDITIONAL HEIGHT

CONNECTIONS
W Water Low Temp. Return, CL150 RF Flange 4"
X Water High Temp. Return, CL150 RF Flange 4"
Y Water Supply, CL150 RF Flange 4"
Z Air Vent, NPT 1-1/2"

AA Vessel Drain, NPT 1-1/2"

BB
Flue Gas Outlet Standard (Offset) 10"
Flue Gas Outlet Option NA

CC Combustion Air 10"
DD Gas, NPT 2" 
EE Condensate Drain, NPT 1"
FF Electrical Conduit, Left or Right 1.6"
GG Safety Relief Valve Vessel Connection, NPT 2"

HH

Safety Relief Valve 30 psig Inlet x Outlet, NPT 1-1/2”x2”
50 psig Inlet x Outlet, NPT 1-1/4” x 1-1/2”
60 psig Inlet x Outlet, NPT 1-1/2” x 2”
75 - 100 psig Inlet x Outlet, NPT 1” x 1-1/4”
125 psig Inlet x Outlet, NPT 3/4” x 1”

JJ Flue Coupling, NPT 3/4"
KK Water Outlet Coupling, NPT 1/2"

CLEARANCES
Notes:
Boiler rear must be accessible for servicing.
Side clearance to wall or between boilers.
Side clearance typical each side.

Top 14"

Side 3"
Rear 20"

Front 36"
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The boiler should be lifted by the base using a suitable fork 
lift. Note: The boiler should not be moved by pushing, prying, 
or pulling on any part of the casing. If the floor is not level, 
piers or a raised pad slightly larger in length and width than 
the boiler base dimensions will make boiler installation and 
leveling easier.The boiler must be installed so that all compo-
nents remain accessible for inspection, cleaning, or mainte-
nance. Field-installed piping and electrical connections must 
be arranged so as to avoid interfering with removal of the cas-
ing panels or with the burner door.

To avoid damage to casing, removal of front and side casing panels is recommended during 
installation.

Care should be taken to secure load at the top to prevent tipping.

WARNING! Do not install the boiler on carpeting.

NOTE: For crane lifting refer to CFC-E manual for instructions.

STACK SIZING USING OUTSIDE AIR FOR COMBUSTION (DIRECT VENT)

Each additional 90° elbow equals 5 equivalent feet of ductwork. Flue terminations may add 5-10 
feet to the equivalent length and should also be included in the equivalent length calculation.

Draft tolerance at boiler flue connection during operation is +/-0.25” W.C.

*Maximum vent length assumes horizontal run and sidewall terminations. Larger diameter venting, vertical flue runs, 
and vertical flue termination may allow for longer vent lengths than indicated here, provided the engineered draft calcu-
lations are within the allowable operational tolerance of +/-0.25” W.C.

Boiler
Combustion Air Duct 

(Inches Diameter)
Combustion Air 
SCFM Required

Flue Connection/Duct 
(Inches Diameter)

Max. Length* 
(Equivalent Feet)

CFC-E 3000 10 750 10 80

RIGGING AND TRANSPORTATION

STACK DESIGN
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WD is typical and may not reflect actual customer boiler. Refer to job specific WD for actual wiring connections.

WIRING DIAGRAM

LINE VOLTAGE WIRING WD pg 1 of 2
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24V CONTROL VOLTAGE WIRING      WD pg 2 of 2
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In addition to our Standard Warranty, Cleaver Brooks offers the following non-prorated Extended 
Warranty on the ClearFire CFC-E boilers:

1. The pressure vessel is guaranteed against thermal shock for the lifetime of the boiler when 
utilized in a closed loop hydronic heating system with a temperature differential of 120°F or 
less. The boiler pressure vessel is guaranteed accordingly without a minimum flow rate or 
return water temperature requirement. The boiler shall not require the use of flow switches or 
other devices to ensure minimum flow. 

2. The pressure vessel, tubes, and tube sheets (heat exchanger) are guaranteed against flue 
gas corrosion and materials/workmanship for a period of fifteen (15) years. 

3. The condensate collection box shall be guaranteed against corrosion for twenty (20) years. 
4. The burner cylinder shall be warranted for a period of five (5) years.

All parts not covered by the above warranties are valid for twenty-four (24) months from the date 
of initial operation of the Equipment, but in no event shall the Warranty extend more than thirty 
(30) months from the date of shipment of the Equipment by Cleaver-Brooks. This includes all 
electrical and burner components.

The pressure vessel thermal shock warranty covers leaks in the pressure vessel including the 
furnaces, tubes, tube sheets, and shell (not including failed gaskets), which, from our inspection, 
are attributed to unequal or rapid expansion, typically referred to as “thermal shock,” or stress 
cracking. This warranty does not cover damage or failures that are attributed, by our inspection, 
to corrosion, operation at low water level, accumulation of scale, sludge or dirt in the boiler, or 
other improper service, operation, or neglect.

Cleaver Brooks' liability hereunder is limited to repairing or furnishing a replacement pressure 
vessel or component parts thereof, as deemed necessary by our inspection. Cleaver Brooks is 
not responsible for shipping, handling, installation and other costs, including all costs associated 
with the removal and disposition of the old pressure vessel or component parts. In no event shall 
Cleaver Brooks be responsible for any incidental, consequential or other damages, including, 
without limitation, any damages resulting from loss of use of the boiler.

Refer to official warranty documents for specific warranty information.

WARRANTY



ADDITIONAL PROVISIONS 

 

1. For the purpose of this RFB, the College designates a preference zone to include those 
entities operating within the state of Alabama. 

2. The College reserves the right to accept bids in any combination, or reject any bid or 
part thereof and waive information that might be in the best interest of the College. The 
College expressly reserves the right to reject all bids if, in its sole discretion, the College 
believes the rejection of all bids would be in the best interests of the College. 

3. After the bids are opened, all bids become the property of the College and will be made 
available for public inspection.  

4. The proposal is to be made without connections with any other person, company, or 
party making a bid proposal and is to be in all respects fair and in good faith, without 
collusion or fraud.  

5. Bishop State Community College is tax-exempt.  Alabama Law (Section 41-4-116, Code 
of Alabama 1975) provides that every bid submitted and contract executed shall contain 
a certification that the vendor, contractor, and all of its affiliates that make sales for 
delivery into Alabama or leases for use in Alabama are registered, collecting, and 
remitting Alabama state and local sales, use, and/or lease tax on all taxable sales and 
leases into Alabama.  BY SUBMITTING THIS RFB or RFP, THE BIDDER IS HEREBY 
CERTIFYING THAT THEY ARE IN FULL COMPLIANCE WITH ACT NO. 2006-557. They are 
not barred from bidding or entering into a contract pursuant to 41-4-116, and 
acknowledge that the awarding authority may declare the contract void if the 
certification is false. 

6. Bid awards are subject to change or cancellation due to unanticipated decrease in 
funding (including tuition, local, state or federal).  Bid awards are also subject to change 
or cancellation due to changes in local, state, federal laws, regulations or policies or in 
changes in the policies of the Alabama Community College System Board of Trustees. 

7. Act 2001-955 requires the Disclosure Statement (included with this bid request) be 
completed and filed with all proposals, bids, contracts, or grant proposals to the State of 
Alabama in excess of $5,000.00.  

8. Alabama laws require that, as a condition for the award of a contract by a college to a 
business entity or employer with one or more employees working in Alabama, the 
business entity or employer must provide documentation of enrollment in the E-Verify 
program.  During the performance of the contract, the business entity or employer shall 
participate in the E-Verify program and shall verify every employee that is required to 
be verified according to the applicable federal rules and regulations.  The contractor’s E-



Verify Memorandum of Understanding must be included with the bid.  If you do not 
believe these requirements are applicable to your entity, include an explanation 
justifying such exemption.  An entity can obtain the E-Verify Memorandum of 
Understanding upon completion in the E-Verify enrollment process located at the 
federal web site www.uscis.gov/everify.  The Alabama Department of Homeland 
Security (http://immigration.alabama.gov) has also established an E-Verify employer 
agent account for any business entity or employer with 25 or fewer employees that will 
provide a participating business entity or employer with the required documentation of 
enrollment in the E-Verify program.  An Employer Identification Number (EIN), also 
known as a Federal Tax Identification Number, is required to enroll in E-Verify or to 
establish an E-Verify employer agent account. 

9. Invoicing frequency should generally be no more than once per month at the end of the 
billing period.  Payment terms are net 30. 

If Contract is awarded, the following conditions will apply and shall take precedence over any 
and all contrary or conflicting provisions of the agreement between the parties and shall 
govern the rights and obligations of the parties: 

10. This agreement shall be governed by and construed in accordance with the laws of the 
State of Alabama without giving effect to any choice- or conflict- of- laws, provisions, or 
rules (whether of the State of Alabama or any other jurisdiction) that would cause the 
application of the laws of any jurisdiction other than those of the State of Alabama.   

11. It is further agreed that the terms and commitments contained herein shall not 
constitute a debt of the State of Alabama in violation of Section 213 of the Constitution 
of Alabama of 1901, as amended by Amendment Number 26.  If any provision of this 
agreement shall contravene any statute or constitutional provision, either now in effect 
or which may be enacted during the term of this agreement, then the conflicting 
provision of this agreement shall be deemed null and void.  Vendor understands, 
acknowledges, and agrees that its sole and exclusive remedy for any claim which may 
arise from or relate to this agreement is to file a claim with the Board of Adjustment of 
the State of Alabama. 

12. By signing this contract, the contracting parties affirm, for the duration of this 
agreement, that they will not violate federal immigration law or knowingly employ, hire, 
for employment, or continue to employ an unauthorized alien within the State of 
Alabama.  Furthermore, a contracting party found to be in violation of this provision 
shall be deemed in breach of this agreement and shall be responsible for all damages 
resulting there from. 

13. The relationship between the parties is that of independent contractors.  Nothing 
contained herein shall be construed as creating any agency, partnership, joint venture, 



or other form of joint enterprise, employment, or fiduciary relationship between the 
parties, and neither party shall have authority to contract for or bind the other party in 
any manner whatsoever. 

14. This agreement constitutes the sole and entire agreement of the parties to this 
agreement with respect to the subject matter contained herein, and supersedes all prior 
and contemporaneous understandings, negotiations, and agreements, both oral and 
written, with respect to such subject matter.   

15. In accordance with the recommendations of the Governor and the Attorney General of 
the State of Alabama, the parties shall consider settling all disputes arising from or 
related to this agreement by using appropriate forms of non-binding alternative dispute 
resolution. 

16. In the event of proration of the fund from which payment under which this agreement is 
to be made, the agreement will be subject to termination. 

17. This agreement may be executed in counterparts, each of which shall be deemed and 
original, but all of which together shall be deemed to be one and the same agreement. 

Federal Funding Provisions, because a portion of funding may come from the federal 
government, federal contracting regulations could apply including everything listed in 
Appendix II to Part 200 of 2 CFR Chapter II.   

18. By submitting bid or proposal, vendor agrees to comply with all federal guidelines 
including but not limited to: 

a. Equal Employment Opportunity 
b. Davis-Bacon Act, Copeland Anti-Kickback Act 
c. Contract Work Hours and Safety Act 
d. Rights to Inventions Made Under a Contract or Agreement 
e. Clean Air Act and Federal Water Pollution Control Act 
f. Energy Policy and Conservation Act 
g. Debarment and Suspension Clauses 
h. Byrd Anti-Lobbying Amendment 

 

 



Bid Response Checklist 
 
 
 Written Response 

 

 Formal Bid Response Sheet    
 
 3 References                                                         

 
 W-9 Form    

 
 State of Alabama Disclosure    

 
 Affidavits AL Immigration    

 
 E-Verify MOU    

 
 Certificate of Liability Insurance                    

(copy)   
 

 

printed and wet-signed 
 
 
 
printed and wet-signed 

 
printed / notarized / wet-signed 

printed / notarized / wet-signed 

printed / wet-signed 



  
 
 



 
 
 



 
 
 
 
 



M E M O R A N D U M 
 

TO:   CONTRACTORS AND GRANTEES 
FROM:   BISHOP STATE COMMUNITY COLLEGE 
DATE:   NOVEMBER 8, 2022 
RE:   H.B. 56 - ALABAMA IMMIGRATION LAW COMPLIANCE   
 

 
The purpose of this Memorandum is to direct your prompt attention to Alabama Immigration Law 
Compliance flow-down requirements that will be in effect on January 1, 2012.  Those are discussed 
herein and can be summarized as follows: 
 

1. PROVIDE the Alabama Community College System (ACCS) Institution proof that you 
are in compliance with the immigration law by timely submitting a notarized Affidavit of 
Immigration Law Compliance and an E-Verify Memorandum of Understanding;   
 

2. PROVIDE the ACCS Institution a signed Alabama Immigration Law Compliance Contract 
in the attached Notice form provided;  

 
3. PROVIDE your subcontractors notice of their compliance obligations and OBTAIN from 

each a notarized Affidavit of Immigration Law Compliance- SUBCONTRACTOR.  
 

The requirements above, imposed by H.B. 56, are “a condition for the award of any contract, grant, 
or incentive by the State of Alabama, any political subdivision thereof, or any state-funded entity 
to a business entity or employer that employs one or more employees [working in the State of 
Alabama].”1   AS A Contractor2 or a Grantee, if you believe these obligations do not apply to you, 
please notify the Institution immediately.  
 
For your convenience, we have included for your use a sample AFFIDAVIT OF IMMIGRATION 
COMPLIANCE–CONTRACTOR AND GRANTEES.  Please complete, notarize, and return a copy to the 
Board along with your attached E-VERIFY MEMORANDUM OF UNDERSTANDING.  See ALA. CODE § 
31-13-9 (c). 
 
In turn, you are to obtain from your subcontractors a notarized AFFIDAVIT OF ALABAMA 
IMMIGRATION COMPLIANCE–SUBCONTRACTOR.   
 
 
 
If you contract with more than one school system, you will only need to have one affidavit 
completed and notarized, and then provide a copy to the requesting Boards.  You are required to 
maintain your subcontractors’ affidavits at your offices.  These documents will be subject to audit.  
You may provide a copy of this Memorandum with your notification memorandum to your 
subcontractors as an explanation for this mandatory requirement.  
 
                                                 
 
 



Finally, you will find a NOTICE OF ALABAMA IMMIGRATION LAW COMPLIANCE REQUIREMENTS TO 
ALL CONTRACTORS (“CONTRACTORS”) OF LOCAL BOARD OF EDUCATION for execution by 
contractors and to be returned to the Board.  To the extent that there is no formal written contract 
between a contractor and the Board, such as where business is conducted by purchase order, this 
document shall serve as your Alabama Immigration Compliance Contract.  Similar language will 
also be in contractual agreements or grant documents with the Board.  
 



AFFIDAVIT OF ALABAMA IMMIGRATION COMPLIANCE BY A 

CONTRACTOR OR GRANTEE TO LOCAL SCHOOL BOARD IN THE STATE OF ALABAMA AND/ OR THE 

STATE BOARD OF EDUCATION 

In compliance with SECTIONS 9 (a) and (b) BEASON-HAMMON ALABAMA TAXPAYER 
AND CITIZEN PROTECTION ACT (the “Act”); CODE OF ALABAMA, SECTIONS 31-13-9 
(a) and (b), this Affidavit of Alabama Immigration Compliance is to be completed and signed by 
an officer or owner of a contractor or grantee and notarized, as a condition for the award of any 
contract by an ACCS Institution or by the Alabama Department of Education (ALSDE) to an 
employer that employs one or more employees in the State of Alabama and is a recipient of funds 
from the State of Alabama Department of Education, or funds from any political subdivision of 
the State of Alabama, or any public funded entity (including an ACCS Institution).  Contractors 
and Grantees are to provide notice to their Subcontractors of their Alabama Immigration 
Compliance obligations.  
 
State of Alabama: 
County of ____________________________: 
 
Before me, a notary public, personally appeared ___________________________ (print name) 
who, is duly authorized by the business entity/employer which appears below, being sworn, says 
as follows: 
 
As a condition for being a contractor or grantee on a project paid for by contract, grant, or incentive 
by the State of Alabama, or any political subdivision thereof, or any state-funded entity, I hereby 
attest that in my capacity as __________________________ (your position) for 
____________________________________ (name of contractor or grantee), said Contractor or 
Grantee does not knowingly employ, hire for employment, or continue to employ an unauthorized 
alien. Further, Contractor or Grantee affirms that it is providing notice to its subcontractors of their 
Alabama Immigration Compliance obligations. 
 
I further attest that said Contractor or Grantee is enrolled in the E-Verify program and attached to 
this Affidavit is our E-Verify Memorandum of Understanding confirming such program 
enrollment.  I have read this Affidavit and swear and affirm that it is true and correct.  
 
_____________________________ 
Signature of Affiant 
 
Sworn to and subscribed before me this _____day of ____________________, 2____. 
I certify that the affiant is known (or made known) to me to be the identical party he or she claims 
to be. 
 
_____________________________ 
Signature and Seal of Notary Public 
 
 
To be returned to the ACCS INSTITUTION.  



Notice of Alabama Immigration Law Compliance Requirements to all 
Contractors of ACCS INSTITUTIONS 

 
As a Contractor, as defined in the Act, to an ACCS, it is critical to your relationship (future or 
continuing) with the Board that you comply with the Immigration Reform and Control Act of 
1986, as amended by the Immigration Act of 1990, and the Beason-Hammon Alabama Taxpayer 
and Citizen Protection Act.  Accordingly, please provide your Affidavit of Immigration 
Compliance with attached E-Verify Memorandum of Understanding, as requested in the attached 
memorandum.  If you do not believe these obligations apply to you, please notify the Board 
immediately. 
 
Every contract entered into by an ACCS Institution from this point forward with a contractor will 
contain the following clause or one substantially similar: 
 

Alabama Immigration Law Compliance Contract:  Contractor agrees that it will 
fully comply with the Immigration Reform and Control Act of 1986, as amended 
by the Immigration Act of 1990, and the Beason-Hammon Alabama Taxpayer and 
Citizen Protection Act, which makes it unlawful for an employer in Alabama to 
knowingly hire or continue to employ an alien who is or has become unauthorized 
with respect to such employment or to fail to comply with the I-9 requirements or 
fails to use E-Verify to verify the eligibility to legally work in the United States for 
all of its new hires who are employed to work in the State of Alabama.  Without 
limiting the foregoing, Contractor shall not knowingly employ, hire for 
employment, or continue to employ an unauthorized alien, and shall have an officer 
or other managerial employee who is personally familiar with the Contractor’s 
hiring practices to execute an affidavit to this effect on the form supplied by the 
Board and return the same to the Board.  Contractor shall also enroll in the E-Verify 
Program prior to performing any work, or continuing to perform any ongoing work, 
and shall remain enrolled throughout the entire course of its performance 
hereunder, and shall attach to its affidavit the E-Verify Program for Employment 
Verification and Memorandum of Understanding and such other documentation as 
the Board may require to confirm Contractor’s enrollment in the E-Verify Program.  
Contractor agrees not to knowingly allow any of its subcontractors, or any other 
party with whom it has a contract, to employ in the State of Alabama any illegal or 
undocumented aliens to perform any work in connection with the Project, and shall 
include in all of its contracts a provision substantially similar to this paragraph.  If 
Contractor receives actual knowledge of the unauthorized status of one of its 
employees in the State of Alabama, it will remove that employee from the project, 
jobsite or premises of the Board and shall comply with the Immigration Reform 
and Control Act of 1986, as amended by the Immigration Act of 1990, and the 
Beason-Hammon Alabama Taxpayer and Citizen Protection Act.  Contractor shall 
require each of its subcontractors, or other parties with whom it has a contract, to 
act in a similar fashion.  If Contractor violates any term of this provision, this 
Agreement will be subject to immediate termination by the Board.  To the fullest 
extent permitted by law, Contractor shall defend, indemnify and hold harmless the 
Board from any and all losses, consequential damages, expenses (including, but not 



limited to, attorneys’ fees), claims, suits, liabilities, fines, penalties, and any other 
costs arising out of or in any way related to Contractor’s failure to fulfill its 
obligations contained in this paragraph. 

 
 
To the extent that there is no formal written contract between the Board and the Contractor, such 
as where business is conducted by purchase order, this document shall serve as the Alabama 
Immigration Compliance Contract. 
 
Alabama Immigration Law Compliance Contract Notice Acknowledged and Agreed by 
Contractor whose name appears below: 
 
_______________________________________________________ 
Contractor Officer or Owner Signature/Date 
 
_______________________________________________________ 
Print Name/Title/Company 
 
 
Please execute and return to the ACCS INSTITUTION within the next 10 days 
 



AFFIDAVIT OF ALABAMA IMMIGRATION COMPLIANCE BY A 

SUBCONTRACTOR TO LOCAL SCHOOL BOARD IN THE STATE OF ALABAMA 

AND/ OR THE STATE BOARD OF EDUCATION  

In compliance with SECTIONS 9 (a) and (b) BEASON-HAMMON ALABAMA TAXPAYER AND 
CITIZEN PROTECTION ACT (the “Act”); CODE OF ALABAMA, SECTIONS 31-13-9 (a) and (b), this 
Affidavit of Alabama Immigration Compliance is to be completed and signed by an officer or owner of a 
subcontractor and notarized, as a condition for the award of any contract by an ACCS Institution (“the 
Institution”) or by the Alabama Department of Education (ALSDE) to a Contractor that employs one or 
more employees in the State of Alabama and is a recipient of funds from the State of Alabama Department 
of Education, or funds from any political subdivision of the State of Alabama, or any public funded entity.  
As determined by the Chancellor of the Alabama Department of Postsecondary Education, a notarized 
Subcontractor Affidavit in this format shall be acceptable by all Contractors to all ACCS Institutions in the 
State of Alabama and the ADPE in compliance with the Act.  Subcontractors are to provide notice to their 
Subcontractors of their Alabama Immigration Compliance obligations.  
 
State of Alabama: 
County of ____________________________: 
 
Before me, a notary public, personally appeared ___________________________ (print name) who, is 
duly authorized by the business entity/employer which appears below, being sworn, says as follows: 
 
As a condition for being a subcontractor to a contractor or grantee on a project paid for by contract, grant, 
or incentive by the State of Alabama, or any political subdivision thereof, or any state-funded entity, I 
hereby attest that in my capacity as __________________________ (your position) for 
____________________________________ (name of subcontractor), said subcontractor does not 
knowingly employ, hire for employment, or continue to employ an unauthorized alien. Further, 
subcontractor affirms that it is providing notice to its subcontractors of their Alabama Immigration 
Compliance obligations.  
 
I further attest that said subcontractor is enrolled in the E-Verify program and attached to this Affidavit is 
our E-Verify Memorandum of Understanding confirming such program enrollment. Further, as a direct 
subcontractor, for those current employees for whom the E-Verify system may not be used in accordance 
with applicable federal rules and regulations, subcontractor has reviewed, or had reviewed, the Form I-9s 
for each of its current employees and has a good faith belief that it has complied with ALA. CODE § 31-13-
9(c) and (d).   
 
 I have read this Affidavit and swear and affirm that it is true and correct.  
______________________________ 
Signature of Affiant 
 
Sworn to and subscribed before me this _____day of ____________________, 2____. 
I certify that the affiant is known (or made known) to me to be the identical party he or she claims to be. 
 
______________________________ 
Signature and Seal of Notary Public 
 
 
To be returned to the Contractor or Grantee of an ACCS INSTITUTION. 
 



ITEM DESCRIPTION Lump Sum Price
 

1 As per scope of work, labor to install new boiler at the main campus. $__________________

   

BID ON:  LABOR TO INSTALL NEW BOILER
BID NO:  2023-02
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